LS3P YANCEY COUNTY TRANSPORTATION FACILITY 0550-223440
August 17, 2023

ADDENDUM 3
Date of Addendum: August 17, 2023
Project Name: Yancey County Transportation Facility
PROJECT INFORMATION
A. Owner: Yancey County Government
B. Architect: LS3P

C. Architect Project Number: 0550-223440

NOTICE TO BIDDERS

A. This Addendum serves to clarify, revise, and supersede information in the Project Manual,
Drawings, and previously issued Addenda. Portions of the Addendum affecting the Contract
Documents will be incorporated into the Contract by enumeration of the Addendum in the
Owner/Contractor Agreement.

B. The Bidder shall acknowledge receipt of this Addendum in the appropriate space on the Bid
Form.

ATTACHMENTS

A. Sheets C2.0, C2.1, C5.0, reissued, dated 8/16/23.

REVISIONS TO THE PROJECT MANUAL

Item IlI-1  Section 10 2600: Delete paragraph 2.2. Stainless steel wall protection is not required. Revise
paragraph 3.1.B as follows:

B. Corner Guards: Corner guards required at all outside corners of Gypsum board walls,
LOBBY 100 and COR 115.

REVISIONS TO DRAWING SHEETS

Item 11I-2  C1.0: Delete the note “Entrance Sign, See Detail on Sheet C1.2” shown at the southwest
corner of the site, in the peninsula south of the new driveway. An entrance sign is not required for this
project.

ltem 11I-3  C2.0, C2.1: See revised drawings, attached. Additional rainwater leaders added to coordinate
with downspout locations shown on architectural plans; clouded notes indicate revisions.

Item 1lI-4  C5.0: See revised drawing, attached. Water main piping size revised to SDR-13.5, additional
notes added.

Item IlI-5  AS5.2, Detail 2: Drawing calls out “spray foam along walls of mech platform and under floor
deck for sound attenuation.” Revise note to read “closed cell spray foam, 3” min,. along walls and under
floor deck for sound attenuation.” This product shall be the same as the closed cell spray foam described
at Section 07 2119.
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ltem 1I-6  E1.1, E2.0: Floor plans this sheet show a symbol on the exterior corners of the building, circle
plus triangle, that is not shown on the Electrical Legend. Add the following description for this symbol to
the Electrical Legend:

SECURITY CAMERA:

SINGLE-GANG WEATHERPROOF RECESSED JUNCTION BOX WITH 1-GANG GASKETED
METAL BLANK TRIMPLATE. STUB 1”7 CONDUIT INTO ACCESSIBLE CEILING SPACE.
PROVIDE PULL STRING. DEVICE AND CABLING BY OWNER’S VENDOR.

CLARIFICATIONS

Item 11I-7 Water Barrier, Moisture Protection at CMU. Architectural sections and details reference
“continuous air & water barrier” at the face of above ground CMU, and “below grade moisture protection”
at below grade CMU and over the tops of footings. Both notes refer to the product described in the
Project Manual at Section 07 2726, paragraph 2.2.

MANUFACTURER SUBSTITUTIONS

Item 11I-8  The following manufacturers have been submitted for consideration as equals for the
products noted. The status of each of the submitted products is noted below. Products and manufacturers
approved below shall in all respects meet the requirements of the specifications and the drawings.
Approval of the product or manufacturer is no way relieves the manufacturer, supplier, or contractor of
their obligation to meet those requirements.

Disapproved
10 5123 Laminate-Clad Lockers Scranton HDPE Tuftec Lockers
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